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(57) ABSTRACT 

A method for monitoring the e?iciency of a heat exchanger is 
provided. Heat ?oWs from a ?rst medium into a second 
medium and an actual heat How is detected and compared 
With at least one reference heat ?oW corresponding to a 
respectively predetermined degree of soiling of the heat 
exchanger. Furthermore, a device for controlling a plant hav 
ing at least one heat exchanger is described. The plant has a 
storage device storing at least one reference heat How of the 
heat exchanger. 

12 Claims, 2 Drawing Sheets 
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MONITORING OF HEAT EXCHANGERS IN 
PROCESS CONTROL SYSTEMS 

CROSS REFERENCE TO RELATED 
APPLICATIONS 

This application claims priority of European Patent Appli 
cation No. 080098155 EP ?led May 29, 2008, Which is 
incorporated by reference herein in its entirety. 

FIELD OF INVENTION 

The invention relates to a method for monitoring the e?i 
ciency of a heat exchanger in Which heat ?oWs from a ?rst 
medium into a second medium. The invention also relates to 
a device for controlling a plant having at least one heat 
exchanger. 

SUMMARY OF INVENTION 

Heat exchangers are technical apparatuses in Which for 
example liquids at a ?rst temperature dissipate a portion of 
their heat to liquids at a second temperature that is beloW the 
?rst temperature for example. Thus for example a ?rst 
medium (product medium) can be cooled or heated by means 
of a second medium (service medium). The service medium 
can for example be cooling Water or heating steam. The 
service medium conventionally ?oWs either through a pipe 
line arrangement, Which is disposed inside the product 
medium, or ?oWs around the pipeline arrangement through 
Which product medium ?oWs. 

Deposits can form (What is knoWn as fouling) inside or 
outside the pipeline arrangement as a function of the nature of 
the product medium or service medium. The ef?ciency of the 
heat exchanger is reduced by the deposits. If the thickness of 
the deposits has exceeded a certain amount it is necessary to 
clean the pipeline arrangement therefore. The relevant heat 
exchanger usually has to be put out of commission for this 
purpose. This is very complex on the one hand and involves 
signi?cant costs on the other. 
A particular draWback is that the deposits are often not 

visible from the outside. Therefore it is not possible to discern 
When cleaning is required. Cleaning is frequently only carried 
out if problems caused by the poor ef?ciency of the heat 
exchanger occur. To avoid this, the heat exchanger must be 
cleaned at regular intervals as a precaution. This is also dis 
advantageous as in such a case the heat exchanger is then 
cleaned even if the deposits are still not very heavy. 

Simulation programs are knoWn Which are used for the 
process-engineering design and dimensioning of heat 
exchangers in the planning phase of a plant and Which are 
based on physical-thermodynamic modeling of the heat 
exchanger Which is numerically divided into numerous seg 
ments for this purpose, but use of these simulation programs 
for online monitoring of heat exchangers While they are oper 
ating is not knoWn. Until noW there has therefore been no 
satisfactory solution to the monitoring of heat exchangers 
Within a process control system, in particular if the heat 
exchangers are operated at different Working points in the 
operating phase because for example How or temperature of 
the product are not constant. 

It is an object of the invention to design a method men 
tioned in the introduction and a controller mentioned in the 
introduction in such a Way that a conclusion can be draWn 
about the ef?ciency of a heat exchanger. 
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2 
The object is solved by a method as claimed in the inde 

pendent claim. Advantageous developments of the invention 
result from the dependent claims. 

According to the invention a method for monitoring the 
ef?ciency of a heat exchanger, in Which heat ?oWs from a ?rst 
medium into a second medium, is characterized in that an 
actual heat How is detected and compared With at least one 
reference heat ?oW corresponding to a respectively predeter 
mined degree of soiling of the heat exchanger. 

Furthermore, according to the invention a device for con 
trolling a plant having at least one heat exchanger is charac 
teriZed in that a storage device exists in Which at least one 
reference heat How of the heat exchanger is stored. 
As a result of the fact that an actual heat How is detected and 

compared With at least one reference heat ?oW corresponding 
to a respectively predetermined degree of soiling of the heat 
exchanger a very reliable conclusion may be draWn about the 
ef?ciency of the heat exchanger because as a result of the 
inventive idea of using the heat ?oW itself as a measure of the 
ef?ciency of the heat exchanger, a quantity is used as a mea 
sure of the ef?ciency of the heat exchanger Which represents 
the most signi?cant function of the heat exchanger. Conse 
quently problems Which can occur With indirect determina 
tion of the ef?ciency of the heat exchanger, i.e, When a dif 
ferent quantity characterizing the heat exchanger is used to 
determine the ef?ciency thereof, are removed. 
The actual heat ?oW (Qact) can be determined by detecting 

the How (P1,) of product medium through the heat exchanger, 
the How (PS) of service medium through the heat exchanger, 
the temperature (T P ,1”) of the product medium at the entry of 
the product medium into the heat exchanger, the temperature 
(Thom) of the product medium at the exit of the product 
medium from the heat exchanger, the temperature (T S ,1”) of 
the service medium at the entry of the service medium into the 
heat exchanger and the temperature (Tsaom) of the service 
medium at the exit of the service medium from the heat 
exchanger. Using the measured values of the ?oWs and the 
temperatures as Well as the material data c P ’P, c P, S, p], and p S 

the actual heat ?oW for a liquid-liquid heat exchanger may be 
reliably and easily calculated from the steady energy balances 
for product and service media inside the heat exchanger 
according to the folloWing formulae: 

QISICRSI Ps'Fs' (Tspm- T51") 
In theory the folloWing applies oWing to the laW of conser 

vation of energy: 

Q-P:_Q-S 
A mean of the absolute values is formed for the actual heat 

?oW oWing to measuring inaccuracies: 

Wherein 
QP is the heat How of the product medium, 
Q S is the heat How of the service medium, 
Qact is the actual heat ?oW, 
c P, P is the thermal capacity of the product medium, 
c P, S is the thermal capacity of the service medium, 
p], is the density of the product medium und 
p S is the density of the service medium. 

If cases of evaporation or condensation of product or ser 
vice medium in the heat exchanger these formulae must be 
adapted accordingly. 
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A respective theoretical heat ?oW, Which can be used as the 
reference heat How, may be calculated for different degrees of 
soiling of the heat exchanger by means of the process-engi 
neering simulation program With Which the heat exchanger 
Was designed or can be designed or can be dimensioned. 

The reference heat How is advantageously calculated by 
means of the simulation program. Consequently reference 
heat ?oWs are easily obtained Which come very close to the 
actual heat ?oWs of the relevant heat exchanger With the same 
boundary conditions. To increase the accuracy, measure 
ments are taken at a feW Working points When the heat 
exchanger is clean to ?ne tune parameters of the simulation 
program. 
By comparing the actual heat ?oW With the reference heat 

?oW determined With the simulation program, for example 
When the heat exchanger is not dirty, a reliable conclusion 
may be draWn about the actual ef?ciency of the heat 
exchanger. If the actual heat ?oW matches the reference heat 
How the e?iciency of the heat exchanger is not impaired by 
deposits. As the difference betWeen the actual heat How and 
the reference heat ?oW increases, the ef?ciency of the heat 
exchanger decreases, i.e. the deposits have increased. The 
difference betWeen the actual heat How and the reference heat 
?oW therefore forms a measure of the deposits, i.e. the soiling 
of the heat exchanger. The greater the difference is, the greater 
the deposits are. 

Instead of comparing the actual heat ?oW With the refer 
ence heat How of the heat exchanger Which is not dirty, the 
actual heat How can be compared With the reference heat How 
of the dirty heat exchanger. The difference betWeen the actual 
heat How and the reference heat How then forms a reciprocal 
measure of the deposits, i.e. the smaller the difference is, the 
greater the deposits are. 

The actual heat How is advantageously compared With a 
reference heat ?oW corresponding to a Zero degree of soiling 
and With a reference heat ?oW corresponding to a maximum 
admissible degree of soiling. A characteristic value may thus 
be determined Which matches the degree of soiling of the heat 
exchanger from 0 to 100%. 

The characteristic value is advantageously determined in 
that the quotient is formed from the difference betWeen the 
actual heat How and the reference heat ?oW corresponding to 
the maximum admissible degree of soiling divided by the 
difference betWeen the reference heat ?oW corresponding to 
the Zero degree of soiling and the reference heat ?oW corre 
sponding to the maximum admissible degree of soiling. If the 
characteristic value, Which can be designated the Wearing 
reserve, is determined according to the folloWing formula 

clean _ 

HeatPerf : [ 
dirty 

Where 
HeatPerf is the characteristic value (Wearing reserve), 
Qact is the actual heat ?oW, 
Qdmy is the reference heat ?oW When the heat exchanger is 
dirty and 
Q6186,” is the heat ?oW When the heat exchanger is clean, 
the characteristic value When the heat exchanger is clean is 
100% and When the heat exchanger is as dirty as possible is 
0%. The characteristic value can be continuously calculated 
and is displayed as a trend over relatively long periods in the 
process control system in Which the heat exchanger is incor 
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4 
porated. A maintenance message can be generated as soon as 
the characteristic value exceeds a speci?ed limit. 

Advantageously exactly the same Working point, Which for 
example is de?ned as a combination of the tWo ?oWs of 
product medium FF and service medium FS and the tWo entry 
temperatures of product medium T P ,1” and service medium 
T51”, forms the basis of the reference heat ?oW as the actual 
heat How. This has a very advantageous effect on the accuracy 
of the inventive method. Other quantities can be used for the 
de?nition of the Working point if for example phase transi 
tions (evaporation or condensation) occur Within the heat 
exchanger. 

It is particularly advantageous if a large number of refer 
ence heat ?oWs is determined at different Working points and 
the Working point of the reference heat ?oW corresponding to 
the Working point of the actual heat How is determined by 
means of interpolation. 

In this connection the theoretically transferable quantity of 
heat is ?rstly calculated for a large number of possible Work 
ing points using the process-engineering simulation program 
With Which the heat exchanger Was for example designed or 
could be designed. Such simulation calculations are carried 
out for the reference state “freshly cleaned” and for a refer 
ence state “as dirty as possible” in Which cleaning of the heat 
exchanger is imperative. The calculated simulation values are 
used as data points for tWo multi-dimensional characteristic 
diagrams respectively With a plurality of input quantities 
respectively (for example four input quantities respectively) 
and one output quantity. 
Once a large number of data points has been calculated the 

reference heat ?oW for the actual Working point can be 
inferred from the relevant characteristic diagram. If the Work 
ing point is betWeen a plurality of data points the reference 
heat ?oW for the actual Working point can optionally be 
determined by characteristic diagram interpolation. 
The time-consuming simulation calculation can advanta 

geously be carried out o?lline in the run-up to operation of the 
process plant or heat exchanger. Then optionally only the 
characteristic diagram interpolation is required during opera 
tion of the process plant or heat exchanger. 
A method known from mathematics is used for interpola 

tion: ?rst of all it is checked in Which hyperbolic cube in the 
high-dimensional grid of the input quantities the actual Work 
ing point is located. This hyperbolic cube With the simulation 
values of all vertices is transformed into the origin of the 
coordinates and normalized. The sought starting point is then 
calculated by evaluating a multi-linear polynomial. A method 
of this kind may be implemented in a controller Without 
problems. 

With an unsteady transition process betWeen different 
Working points the calculation is preferably temporarily fro 
Zen as the underlying model only describes the steady heat 
balance. To detect Whether a steady state exists a method 
described in patent application PCT/ EP2007/ 004745 is pref 
erably used. 
By means of the inventive method it is advantageously 

possible to carry out monitoring of heat exchangers With 
variable Working points in process control systems. Direct 
observation of the heat ?oW means that auxiliary quantities, 
Which are dif?cult to interpret, for determining the e?iciency 
of the heat exchanger can be dispensed With, Whereby the 
problems associated thereWith are avoided. By using the pro 
cess-engineering simulation program the Working point 
dependency of the transferable quantity of heat can be calcu 
lated in advance for example at several hundred sampling 
points Without corresponding time-consuming measure 
ments having to be carried out on the real plant. Ideally the 
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model of the heat exchanger is used several times: ?rstly in 
the planning phase for dimensioning the heat exchanger and 
then at the start of the operational phase to parameteriZe 
monitoring. 

Storing the simulated values in a characteristic diagram 
means the simulation of the process-engineering model that 
requires a lot of calculating time can be completely omitted in 
the process control system. The function for online monitor 
ing is based on a linear characteristic diagram interpolation 
and may be seamlessly implemented Within a process control 
system. 
The actual Wearing reserve of the heat exchanger can be 

calculated by calculating the characteristic values for the 
freshly cleaned heat exchanger and the heat exchanger that is 
as dirty as possible. If during continuous operation it is 
observed that the Wearing reserve is sloWly moving toWard 
Zero, appropriate maintenance measures can be expediently 
planned, for example betWeen tWo batches of a batch plant or 
Within the framework of an otherWise planned plant stoppage 
in a continuously operating plant. 

False alarms are avoided by freeZing calculation in the case 
of unsteady transition processes. 

BRIEF DESCRIPTION OF THE DRAWINGS 

Further details, features and advantages of the present 
invention emerge from the folloWing description of a particu 
lar exemplary embodiment With reference to the draWings, in 
Which: 

FIG. 1 shoWs a schematic vieW of a process plant having a 
heat exchanger, With a part of a controller relating to moni 
toring of the heat exchanger and 

FIG. 2 shoWs a schematic vieW of a three-dimensional 
section through a ?ve-dimensional characteristic diagram, 
generated using a process-engineering simulation program, 
of the quantities FS, F P and QRef at predetermined tempera 
tures T3,,” und TF1”. 

DETAILED DESCRIPTION OF INVENTION 

As may be inferred from FIG. 1, a process plant 1 has a heat 
exchanger 2. The heat exchanger 2 has a receptacle 2a in 
Which a pipeline arrangement 2b is disposed. The receptacle 
211 has a ?rst entrance 2 EP and a ?rst exit 2 A P. A product 
medium ?oWs via the ?rst entrance 2 E], into the receptacle 2a 
and leaves it again at the ?rst exit 2 A P. 

The pipeline arrangement 2b is led out of the receptacle 2a 
of the heat exchanger 2 via a second entrance 2 ES and via a 
second exit 2 AS. A service medium can be guided into the 
pipeline arrangement 2b via the second entrance 2 E S and 
leaves it again at the second exit 2 A S. 

The volume of product medium supplied to the receptacle 
211 can be detected by means of a ?rst ?oWmeter 3. The 
volume of service medium supplied to the pipeline arrange 
ment 2b can be detected by means of a second ?oWmeter 4. 
The temperature of the product medium supplied to the recep 
tacle 211 can be detected at the ?rst entrance 2 E1, of the recep 
tacle 211 by means of a ?rst temperature sensor 5. The tem 
perature of the service medium supplied to the pipeline 
arrangement 2b can be detected at the second entrance 2 ES of 
the pipeline arrangement 2b by means of a second tempera 
ture sensor 6. The temperature of the product medium at the 
?rst exit 2A], of the receptacle 211 can be detected by means of 
a third temperature sensor 7. 

The temperature of the service medium at the second exit 
2 AS of the pipeline arrangement 2b can be detected by means 
of a fourth temperature sensor 8. 
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6 
The output signals 3a, 4a of the ?oWmeters 3, 4 and the 

output signals 5a, 6a of the temperature sensors 5, 6 are 
supplied to a ?rst characteristic diagram module 9 and a 
second characteristic diagram module 10. A respective high 
dimensional characteristic diagram, Which has been calcu 
lated by means of a process-engineering simulation program 
With Which the heat exchanger 2 Was designed or can be 
designed, is stored in the characteristic diagram modules 9, 
10. FIG. 2 shoWs a three-dimensional section through ?ve 
dimensional characteristic diagram 16 stored in the charac 
teristic diagram module 9. The characteristic diagram 16 
relates to a predetermined temperature of the product medium 
at the ?rst entrance 2 E1, of the heat exchanger 2 and a prede 
termined temperature of the service medium at the second 
entrance 2 ES of the pipeline arrangement 2b. 

Working point-dependent characteristic diagrams 16 are 
stored in the ?rst characteristic diagram module 9 Which 
relate to the clean heat exchanger 2. Characteristic diagrams 
Which relate to the heat exchanger 2 When it as dirty as 
possible are stored in the second characteristic diagram mod 
ule 10. As a function of the output signals 3a, 4a of the 
?oWmeters 3, 4 and the output signals 5a, 6a of the tempera 
ture sensors 5, 6 the characteristic diagrams of the ?rst char 
acteristic diagram module 9 depict a heat ?oW Which can be 
used as the reference heat How of the clean heat exchanger 2. 
As a function of the output signals 3a, 4a of the ?oWmeters 3, 
4 and the output signals 5a, 6a of the temperature sensors 5, 
6 the characteristic diagrams of the second characteristic 
diagram module 10 depict a heat ?oW Which can be used as 
the reference heat How of the heat exchanger 2 Which is as 
dirty as possible. The depicted heat ?oWs are each supplied as 
an output signal 9a, 10a of the relevant characteristic diagram 
module 9, 10 to a monitoring module 11. In special cases, 
such as in the case of phase transitions inside the heat 
exchanger for example (evaporation, condensation), quanti 
ties other than those disclosed above may also be used as input 
quantities in the characteristic diagrams. 
The characteristic diagram modules 9, 10 have a computer 

by means of Which intermediate values, for Which no data 
point is stored, are calculated by interpolation. The heat ?oWs 
9a, 1011 determined by interpolation are also supplied to the 
monitoring module 11 in addition to the heat ?oWs taken 
directly from the characteristic diagrams. The output signals 
3a, 4a of the ?oWmeters 3, 4 and the output signals 5a, 6a of 
the temperature sensors 5, 6, Which disclose the actual Work 
ing point of the heat exchanger 2, are also supplied to the 
monitoring module 11. Furthermore, the output signals 7a, 8a 
of the third temperature sensor 7 and fourth temperature 
sensor 8 are also supplied to the monitoring module 11. In 
special cases, such as in the case of phase transitions inside 
the heat exchanger for example (evaporation, condensation), 
quantities other than those disclosed above may also be sup 
plied to the monitoring module. 
An actual heat How can therefore be calculated in the 

monitoring module 11. The actual heat How is then linked 
With the Working point-dependent reference heat ?oWs taken 
from the characteristic diagram modules 9, 10. A value 
betWeen 0 and 100%, Which indicates the degree of soiling of 
the heat exchanger 2, can be given as the output signal 1111. 

To avoid unsteady states being taken into account in the 
monitoring module 11, signals 12F, 13F, 141, of the process 
plant 1, dependent on corresponding process parameters, are 
passed to control modules 12, 13, 14 Which evaluate the 
signals 12 P, 13 P, 14 P to ascertain Whether the process plant 1 
is in a steady state. If the process plant 1 is in a steady state, 
there is a respective signal 12a, 13a, 1411 at the outputs of the 
control modules 12, 13, 14 and these are logically linked to 



US 8,069,003 B2 
7 

each other in an AND gate 15. The output signal 15a of the 
AND gate 15 is applied to the monitoring module 11 as a 
release signal. 

The invention claimed is: 
1. A method of monitoring ef?ciency of a heat exchanger in 

Which heat ?oWs from a ?rst medium into a second medium, 
comprising: 

providing a heat exchanger; 
detecting an actual heat How in the heat exchanger; 
comparing the actual heat ?oW With a reference heat ?oW 

corresponding to a respectively predetermined degree of 
soiling of the heat exchanger, the reference heat ?oW 
being stored in a storage device of a computer, 
Wherein the actual heat How is compared With 
a reference heat ?oW corresponding to a Zero degree of 

soiling and 
a reference heat ?oW corresponding to an admissible 

degree of soiling; and 
determining a quality value Which corresponds to a quo 

tient from a difference betWeen the actual heat How and 
the reference heat ?oW corresponding to the admissible 
degree of soiling to a difference betWeen the reference 
heat ?oW corresponding to the Zero degree of soiling and 
the reference heat ?oW corresponding to the admissible 
degree of soiling. 

2. The method as claimed in claim a 1, Wherein the refer 
ence heat How and the actual heat How are based upon a same 
Working point. 

3. The method as claimed in claim 2, Wherein a plurality of 
reference heat ?oWs is determined at different Working points 
and the Working point of the reference heat flow correspond 
ing to the Working point of the actual heat How is determined 
by interpolation. 

4. The method as claimed in claim 1, further comprising: 
calculating the reference heat ?oW by a simulation pro 

gram, the simulation program being used for dimension 
ing the heat exchanger. 

5. A device for controlling a plant, comprising: 
a heat exchanger; 
a storage device con?gured to store a characteristic dia 
gram of a reference heat How of the heat exchanger, and 

a computer 
con?gured to compare an actual heat How in the heat 

exchanger With the reference heat ?oW, Wherein the 
actual heat How is compared With a reference heat 
?oW corresponding to a Zero degree of soiling and a 
reference heat ?oW corresponding to an admissible 
degree of soiling, and 
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8 
con?gured to determine a quality value Which corre 

sponds to a quotient from a difference betWeen the 
actual heat How and the reference heat ?oW corre 
sponding to the admissible degree of soiling to a dif 
ference betWeen the reference heat ?oW correspond 
ing to the Zero degree of soiling and the reference heat 
?oW corresponding to the admissible degree of soil 
mg. 

6. The device as claimed in claim 5, Wherein characteristic 
diagrams of reference heat ?oWs corresponding to more than 
ten different Working points are stored in the storage device. 

7. The device as claimed in claim 5, Wherein characteristic 
diagrams of reference heat ?oWs corresponding to at least tWo 
different degrees of soiling are stored in the storage device. 

8. The device as claimed in claim 5, Wherein characteristic 
diagrams of reference heat ?oWs corresponding to more than 
ten different Working points and at least tWo different degrees 
of soiling are stored in the storage device. 

9. A non-transitory computer readable medium storing a 
computer program, Wherein the computer readable medium 
has program code sequences that, When executed on a com 
puter, performs a method, comprising: 

detecting an actual heat How in a heat exchangers; 
comparing the actual heat ?oW With a reference heat ?oW 

corresponding to a predetermined degree of soiling of 
the heat exchanger, Wherein the reference heat How is 
stored in a storage device of the computer; and 

determining a quality value Which corresponds to a quo 
tient from a difference betWeen the actual heat How and 
the reference heat ?oW corresponding to an admissible 
degree of soiling to a difference betWeen a further ref 
erence heat ?oW corresponding to a Zero degree of soil 
ing and the reference heat ?oW corresponding to the 
admissible degree of soiling. 

10. The non-transitory computer readable medium as 
claimed in claim 9, Wherein the reference heat How and the 
actual heat How are based upon a same Working point. 

11. The non-transitory computer readable medium as 
claimed in claim 10, Wherein a plurality of reference heat 
?oWs is determined at different Working points and the Work 
ing point of the reference heat ?oW corresponding to the 
Working point of the actual heat How is determined by inter 
polation. 

12. The non-transitory computer readable medium as 
claimed in claim 9, the method further comprising: 

calculating the reference heat ?oW by a simulation pro 
gram, the simulation program being used for dimension 
ing the heat exchanger. 

* * * * * 


