Abstract: An apparatus for performing measurements on a utility power device that shares a common ground with the apparatus selectively sends a first high voltage signal via a first lead to a first terminal of the utility power device, measures a first corresponding signal returned via a second lead of the apparatus from a second terminal of the utility power device. While the corresponding first lead and the second lead of the apparatus remain electrically coupled to the corresponding first and second terminal of the utility power device. The apparatus selectively sends a second high voltage signal via the second lead to the second terminal of the utility power device, and measures a second corresponding signal returned via the first lead of the apparatus from the first terminal of the utility power device.

Fig. 2A
Published:
— with international search report (Art. 21(3))
— before the expiration of the time limit for amending the claims and to be republished in the event of receipt of amendments (Rule 48.2(h))
METHOD AND APPARATUS FOR TESTING
UTILITY POWER DEVICES

RELATED APPLICATIONS
[0001] This application claims the benefit of priority to U.S. Provisional Application No. 61/722,547, filed November 5, 2012, the contents of which are hereby incorporated by reference in their entirety.

FIELD OF THE TECHNOLOGY
[0002] The present application relates to test equipment. More specifically, the present application relates to a method and apparatus for testing utility power devices.

INCORPORATION BY REFERENCE
[0003] To assist the reader understanding of the scope of the technology and testing procedures, the "Doble Test Procedures" (Doble Engineering Company's Publication Number 500-0397, document 72A-2244 Rev A) and the IEEE Standard Test Code for Liquid-immersed Distribution, Power and Regulating Transformers (IEEE Std C57.12.90-2010), are incorporated by reference in its entirety as part of the disclosure.

BACKGROUND
[0004] Utility power devices, such as circuit breakers, oil filled power and distribution transformers, transformer bushings, substation transformers, oil filled voltage regulators, vacuum breakers and reclosers, coupling capacitors, surge arresters, to name a few, operate in high voltages, which are upward of 10kV and sometimes more than 69kV. These utility power devices are frequently installed together with other high voltage devices having exposed terminals. Many of these utility power devices may be installed in an outdoor environment, on an elevated platform surrounded by high voltage
transmission line cables, or these utility power devices may be obstructed by tree branches or by other utility power devices. Therefore, the ease or their access by the field workers is greatly limited.

[0005] In addition, performing routine maintenance checks or fault diagnostics may require testing the utility power devices in both low voltages (under 500V) and high voltages (>500V, typically 1kV to 15kV), which may require multiple connecting, disconnecting or reconnecting of both high voltage cables and low voltage cables to the different terminals of the utility power devices. As mentioned above, these utility power devices may be installed in an environment that is hard to access. It is also difficult for the worker to carry the heavy test apparatus to within reach of the utility power devices to conduct the test routines.

[0006] For example, Fig. 1A depicts the performance of an exemplary test measurement on a utility power device (150) in a related art method, using a low voltage lead (124) and a high voltage lead (134). The illustrated utility power device (150) may be an oil filled three-phase power transformer.

[0007] The utility power device (150) may include two sets of voltage windings, namely, high voltage windings (156) (Delta-connected transformer windings) and low voltage windings (166) (Wye-connected transformer windings). The high voltage windings (156) receive or output a higher voltage than the low voltage windings (166).

[0008] The high voltage windings (156) are wound on three nodes (H1A, H2A and H3A) with each of the three nodes (H1A, H2A and H3A) being 120 degrees out of phase from each other. Likewise, the low voltage windings (166) are wound on three nodes (X1A, X2A and X3A) with each of the three nodes (X1A, X2A and X3A) being 120 degrees out of phase from each other. In addition, the low voltage windings (166) include a neutral node X0A. The currents of the nodes H1A, H2A and H3A on the high voltage windings (156) may return via respective nodes X1A, X2A and X3A of the low voltage windings (166). The operating principle and manner of construction of a three-phase power transformer are generally known in the art.

[0009] Each of the nodes (H1A, H2A and H3A) in the high voltage windings (156) may be electrically coupled to respective high voltage bushings (H1, H2 and H3) as external
terminals. Likewise, each of the nodes (XOA, X1A, X2A and X3A) in the low voltage windings (166) may be electrically coupled to respective low voltage bushings (X0, X1, X2 and X3) as external terminals. Each bushing is constructed to include a center conductor (e.g., H1) overlayed with with multilayer dielectric insulating materials, thus forming a capacitive bushing (e.g., H1). The bushings are rated for high voltage operations (>69kV), and may be hermetically sealed to protect the center conductor and the multilayer insulating dielectric materials from exposure to the ambient atmosphere, which may cause degradation and shortening of their service life. Water shed discs (178) are formed on the bushing to help divert rain, snow or to help dissipate heat.

[0010] In addition, a tap electrode (e.g., Tp1, Tp2 or Tp3) is located at the base of the bushing (H1, H2 or H3) to provide electrical contact for evaluation of the integrity of the multilayer insulating dielectric materials within the bushing. The tap electrode (e.g., Tp1, Tp2 or Tp3) is normally covered, and the cover may be grounded to the chassis of the utility power device (150). The grounded cover may be removed to expose the tap electrode (Tp1, Tp2 or Tp3) to facilitate electrical contact with the tap electrode at the time of testing. More details about the electrical model of the bushing and the testing may be found in chapter three of the "Doble Test Procedures", which is incorporated by reference.

[0011] An exemplary apparatus (100) for performing multiple test measurements on the utility power device (150) is illustrated in Fig. 1A. The exemplary apparatus (100) includes a processor (112), which executes instruction code stored in at least one memory (113). The processor (150) may also execute an application (117) stored in the memory (113) to carry out the test routines on the utility power device (150). The processor (112) may also configure a switching matrix (118) to perform operations such as the sourcing of low voltage signals (e.g., <500V, typically up to 250V) via anyone of ports LVS1 (122a) to LVSn (122n), and the sourcing of high voltage signals (e.g., >500V, typically 1kV to 15kV) via port HV (132).

[0012] Return signals from high voltage excitation or low voltage excitation test measurements may be received via a low voltage lead (124) to anyone of the low voltage measurement ports LVM1 (123a) to LVM 3 (123c). In addition, a ground lead
(126) from the TEST-GND port (121) of the apparatus (100) may be electrically coupled
to the chassis ground (168) of the utility power device (150) to measure return ground
currents of the utility power device (150).

[0013] Depending on the type of test measurement, currents measured from the low
voltage lead (124) and from the ground lead (126) may be summed together by the
apparatus (100). In certain test measurements, the TEST-GND port (121) or one of the
low voltage measurement ports LVM1 (123a) to LVM 3 (123c) may be selectively routed
internally by the switching matrix (118) to a guard point (128) within the apparatus as a
by-pass current return path (i.e., the by-pass currents will not be measured). The guard
point (128) signifies one or more conducting elements as return nodes internally
connected on the apparatus (100), which may be used by the measurement unit (115)
to divert (i.e., by-pass) unwanted currents from the measurements.

[0014] Fig. 1A also illustrates an exemplary test setup for conducting test
measurements on the utility power device (150), such as a power factor (PF) test in the
related art. The power-factor test measurement is specified in section 10.10.4 of the
IEEE Std C57.12.90-2010. Power factor test measurements performed on the utility
power device (150) at the factory are compared with power factor test measurements
performed at the field to assess a probable condition of the internal insulation within the
utility power device (150).

[0015] The setup in Fig. 1A may also short circuit the windings in both the high voltage
windings (156) and the low voltage windings (166) to eliminate winding inductance when
measuring internal insulation of the utility power device (150). The short circuiting may
be achieved by using a conductive bus wire (174) to short circuit the conductors (171,
172 and 173) of the high voltage bushings (H1, H2 and H3), and using a conductive bus
wire (184) to short circuit the conductors (180, 181, 182 and 183) of the low voltage
bushings (X0, X1, X2 and X3), respectively.

[0016] Unless otherwise stated, it is understood that prior to the start of any test
measurements in this disclosure, the apparatus (100) and the utility power device (150)
are both electrically grounded to a common ground (i.e., an earth ground by default).

[0017] Section 10.10.4 of the IEEE Std C57.12.90-201QA specifies a typical power
factor test on an oil filled two winding transformer, such as the utility power device (150) illustrated in Fig. 1A. Using the related art method, the complete power factor test may be carried out via a first procedure (see Fig. 1A) and a second procedure (see Fig. 1B). The order in which the two procedures are performed is unimportant. The first procedure may be performed on the high voltage winding side (156), and the second procedure may be performed on the low voltage winding side (166).

[0018] The first procedure may be carried out with the following exemplary steps:

1. Placing the high voltage lead (134) on the bus wire (174) of the high voltage windings (156) (i.e., to all three terminals on the Delta-connected transformer windings), placing the low voltage lead (124) on the bus wire (184) of the low voltage windings (166) (to all three terminals on the Wye-connected transformer windings), and electrically coupling the TEST-GND port (121) of the apparatus (100) to the chassis ground (168) of the utility power device (150) via the ground lead (126).

   a. Configuring the switching matrix (118) to connect the low voltage lead (124) to TEST-GND port (121) (i.e., by routing the low voltage measure port LVM1 (123a) to the TEST-GND port (121)).

   b. Configuring measurement unit (115) to measure current to the TEST-GND port (121) (i.e., measuring electrical parameters on both the current from the ground lead (126) and the low voltage lead (124) via port LVM1 (123a)).

   c. Sending or applying a high voltage signal (HV) from the high voltage port HV (132) via the high voltage lead (134) to the bus wire (174) of the high voltage windings (156). Measuring the applied high voltage signal (HV), and the current in the measurement unit (115) (i.e., measuring electrical parameters on both the current from the ground lead (126) and the low voltage lead (124)).

2. Continue with the same leads (124, 134, 126) arrangement for the set up configuration as in Fig. 1A:

   a. Configuring switching matrix (118) to connect the low voltage lead (124) to GUARD point (128) (i.e., by internally routing the low voltage measure port LVM1 (123a) to the GUARD point (128) to by-pass the current in the low voltage
lead (124)).

(b) Configuring measurement unit (115) to measure current to TEST-GND port (121).

(c) Sending or applying a high voltage signal (HV) from the high voltage port HV (132) via the high voltage lead (134) to the bus wire (174) of the high voltage windings (156). Measuring electrical parameters on the applied voltage (HV), and the current in the measurement unit (115) (i.e., measuring electrical parameters on only the current from the ground lead (126)).

(3) Continue with the same leads (124, 134, 126) arrangement for the set up configuration in Fig. 1A:

(a) Configuring switching matrix (118) to connect TEST-GND port (121) to GUARD point (128) (i.e., by routing the TEST-GND port (121) to the GUARD point (128) to by-pass the current in the ground lead (126)).

(b) Configuring measurement unit (115) to measure current to the low voltage lead (124).

(c) Measuring applied voltage (HV), and the current in the measurement unit (115) (i.e., measuring electrical parameters on only the current from the low voltage lead (124)).

[0019] The second procedure of the power factor test on the low voltage winding side may be carried out by repeating the identical steps (1) to (3) in the first procedure, using a setup configuration as illustrated in Fig. 1B. The configuration between the setup in Fig. 1A and Fig. 1B are different in that a) the high voltage lead (134) is now connected to the bus wire (184) of the low voltage windings (166), and b) the low voltage lead (124) is now connected to the bus wire (174) of the high voltage windings (156). In other words, a high voltage signal (HV) may be applied from the high voltage port HV (132) via the high voltage lead (134) to the bus wire (184) of the low voltage windings (166), and measurements of electrical parameters may be taken via the low voltage lead (124) on the bus wire (174) of the high voltage windings (156).

[0020] It should be noted that the test setup configuration according to both Figs. 1A
and 1B would require the field worker to stop at the completion of steps (1) to (3) to regain access to the utility power device (150) to reverse the high voltage lead (134) and the low voltage lead (124) on the respective bus wires (174, 184). In this regard, the testing time may be lengthened, and the field worker may be exposed to the hazardous high voltage surroundings while attempting to regain access.

[0021] The problems above are exacerbated with the test measurements illustrated in Figs. 1C and 1D. Similar to Figs. 1A and 1B, the test measurements of Figs. 1C and 1D may be power factor tests or insulation condition tests on the high voltage bushings (H1 to H3) and on the low voltage bushings (X1 to X3). The test measurements of Figs. 1C and 1D may be viewed as two separate procedures of a complete test routine. More specifically, Fig. 1C represents a test setup configuration in a related art method, using a low voltage lead and a high voltage lead to measure the power factor of each of the high voltage bushings (H1, H2 and H3) and the low voltage bushings (X1, X2 and X3) on the utility power device (150).

[0022] The setup configuration in Fig. 1C may be similar to Fig. 1A in many aspects, including: short circuiting of both the high voltage windings (156) and the low voltage windings (166) to eliminate winding inductance when measuring internal insulation of the high voltage bushings (H1, H2 and H3) and the low voltage bushings (X1, X2 and X3), using the conductive bus wires (174 and 184) for the high voltage bushings (H1, H2 and H3) and the low voltage bushings (X0, X1, X2 and X3), respectively. Prior to the start of the test measurements, the apparatus (100) and the utility power device (150) are both electrically grounded to a common ground (i.e., an earth ground by default).

[0023] A typical power factor test performed on the high voltage bushing (H1, H2 and H3) in the related art may be carried out as with the following steps:

1) Placing the high voltage lead (134) on the bus wire (174) of the high voltage windings (156) (i.e., to all three terminals on the Delta-connected transformer windings), connecting the low voltage lead (124) to the tap electrode (Tp1) of bushing H1, and electrically coupling the TEST-GND port (121) of the apparatus (100) to the chassis ground (168) of the utility power device (150) via the ground lead (126).

a) Configuring switching matrix (118) to connect TEST-GND port (121) to
(b) Configuring measurement unit (115) to measure current to the low voltage lead (124).

(c) Measuring applied voltage (HV), and the current in the measurement unit (115) (i.e., measuring only the current returned from the low voltage lead (124)).

(2) Continue with the same leads (134, 126) arrangement for the set up configuration as in Fig. 1C, except connecting the low voltage lead (124) to the tap electrode (Tp2), and repeat the same tests (1a-1c) for the bushing (H2).

(3) Continue with the same leads (134, 126) arrangement for the set up configuration as in Fig. 1C, except connecting the low voltage lead (124) to the tap electrode (Tp3), and repeat the same tests (1a-1c) for the bushing (H3).

(4) Placing the low voltage lead (124) on the bus wire (174) of the high voltage windings (156) (i.e., to all three terminals on the Delta-connected transformer windings), connecting the high voltage lead (134) to the tap electrode (Tp1) of bushing H1, and electrically coupling the TEST-GND port (121) of the apparatus (100) to the chassis ground (168) of the utility power device (150) via the ground lead (126).

(a) Configuring switching matrix (118) to connect the low voltage lead (124) to GUARD point (128) (i.e., by internally routing the low voltage lead port (LVM1) (123a) to the GUARD point (128) to by-pass the current in the low voltage lead (124)).

(b) Configuring measurement unit (115) to measure current to the TEST-GND port (121).

(c) Measuring applied voltage (HV), and the current in the measurement unit (115) (i.e., measuring only the current returned from the ground lead (126)).

(5) Continue with the same leads (124, 126) arrangement for the set up configuration as in Fig. 1C, except connecting the high voltage lead (134) to the tap electrode (Tp2), and repeat the same tests (4a-4c) for the bushing (H2).
(6) Continue with the same leads (124, 126) arrangement for the set up configuration as in Fig. 1C, except connecting the low voltage lead (134) to the tap electrode (Tp3), and repeat the same test tests (4a-4c) for the bushing (H3).

[0024] It should noted that carrying out steps (1) to (3) requires changing the low voltage lead (124) to the subsequent tap electrode twice. Likewise, carrying out steps (4) to (6) also requires changing the high voltage lead (134) to the subsequent tap electrode twice. Swapping of the various leads (i.e., high voltage lead (134) with the low voltage lead (124) in step (4)) results in at least five interruptions for field worker. That is, the field worker would be exposed to a hazardous high voltage surrounding at least five times.

[0025] Fig. 1D depicts the same power factor test measurements on the low voltage bushings (X1 to X3) of the low voltage windings (166) using a similar test setup configuration as in Fig. 1C, except that the high voltage lead (134) is now connected to the bus wire (184) of the low voltage windings (166), and the low voltage lead (124) is now connected to the tap electrode (Tp4) of bushing X1. Accordingly, the second testing procedure of steps (1) to (6) are applicable to the test measurements. That is, there would be at least five interruptions during which the field worker would be exposed to a hazardous high voltage surrounding. Therefore, the field worker is exposed to interruptions and dangerous conditions a total number of ten times in the above test.

[0026] The voltage signal sent to the electrode taps (Tp1-Tp6) in carrying out steps (4) to (6) may be carried out at a lower voltage (e.g., 250V). In this regard, the high voltage port (132) may source a lower voltage (e.g., 250V). Alternately, steps (4) to (6) may be carried out using an second low voltage lead sourced by a low voltage port LVS1 (122a) that energizes electrode taps (Tp1-Tp6).

[0027] Nevertheless, irrespective of whether the steps (4) to (6) in Figs. 1C or 1D are carried out using the same high voltage lead (134), or alternately using a second low voltage lead sourced by a low voltage port LVS1 (122a) (not shown), the field worker still needs to stop at least ten times to complete both test procedure using the test set up configuration as in Figs. 1C and 1D.
[0028] To summarize the problems in the related art method, testing of the utility power device using the related art methods requires more frequent changing of the voltage leads and, therefore, more frequent interruptions to the workflow. Thus, the known methods take a relatively long time to complete. They are also more prone to human error given that worker fatigue may be an issue, especially when the working environment is not well lit, which would be the case at night during a power outage. In addition, the more frequent accessing of the utility power device to change voltage leads results in an increased risks to the worker of injuries or even accidental death resulting from electrocution.

SUMMARY

[0029] The disclosure addresses improving personnel safety and simplifying testing routines through minimizing cable handling. More specifically, the disclosure illustrates various test method embodiments and functions performed by a testing apparatus to achieve reduction in the frequency of connecting, disconnecting or reconnecting of both high voltage leads and low voltage leads to the various terminals of the utility power devices, thereby improving personnel safety in a hazardous work environment, and reducing test time.

[0030] The application discloses various embodiments of a method for performing multiple test measurements on a utility power device by providing an apparatus having at least a processor, a common high voltage source, and at least a first and a second lead selectively coupled to the common high voltage source for sending and receiving high voltage signals. The apparatus and the utility power device share a common ground. The method includes selectively sending a first high voltage signal via the first lead of the apparatus to a first terminal of the utility power device; and measuring respective electrical parameters of a first corresponding signal returned via the second lead of the apparatus from a second terminal of the electrical utility power device.

[0031] While the corresponding first lead and the second lead of the apparatus remain electrically coupled to the corresponding first and the second terminal of the utility power device, the method includes selectively sending a second high voltage signal via
the second lead of the apparatus to the second terminal of the electrical utility power device, and measuring respective electrical parameters of a second corresponding signal returned via the first lead of the apparatus from the first terminal of the utility power device.

[0032] In a second embodiment an apparatus for performing multiple test measurements on a utility power device, and that shares a common ground with an electrical utility power device, includes a processor, a common high voltage source, and at least a first and a second lead coupled to the common high voltage source for sending and receiving high voltage signals. The processor controls the apparatus to selectively send a first high voltage signal via the first lead of the apparatus to a first terminal of the utility power device, and measure respective electrical parameters on a first corresponding return signal received via the second lead of the apparatus from a second terminal of the utility power device.

[0033] While the corresponding first lead and the second lead of the apparatus remain electrically coupled to the corresponding first and the second terminal of the electrical utility power device, the processor controls the apparatus to selectively send a second high voltage signal via the second lead of the apparatus to the second terminal of the utility power device, and measure respective electrical parameters on a second corresponding return signal received via the first lead of the apparatus from the first terminal of the utility power device.

[0034] In the various embodiments, selective sending of the first high voltage signal and the second high voltage signal and the measuring of the respective electrical parameters corresponding to the first and the second return signals, includes internally switching a corresponding first and second switching network. Each switching network has a plurality of high voltage relays and at least one switch to facilitate the selective switching.

[0035] In another embodiment, both the first lead and the second lead may be coupled to the common voltage source, and a high voltage signal may be simultaneously sent via the first lead and the second lead of the apparatus to a first and a second terminal of the utility power device. The corresponding first and the second return signals are
measured via at least one low voltage lead coupled between the apparatus and the utility power device.

[0036] The apparatus for performing test measurements on various utility power devices and the method for using the apparatus are merely exemplary. Other electrical devices not classified within the utility power device category may be tested with the apparatus. In addition or alternatively, the apparatus may be adapted to test other electrical devices. Such adapted apparatus are understood to fall within the scope of the claims. In addition, the disclosed methods may be implemented in many different permutations and the test measurements may be performed in other sequences according to the knowledge of those who possesses ordinary skills in the art.

BRIEF DESCRIPTION OF THE DRAWINGS

[0037] The accompanying drawings are included to provide a further understanding of the claims, are incorporated in, and constitute a part of this specification. The detailed description and illustrated embodiments described serve to explain the principles defined by the claims.

[0038] Fig. 1A illustrates an exemplary test measurement on a utility power device in a related art method, using a low voltage lead and a high voltage lead.

[0039] Fig. 1B illustrates the same exemplary test measurement on a utility power device in a related art method as in Fig. 1A, except carrying out by reversing the low voltage lead and the high voltage lead.

[0040] Fig. 1C illustrates another exemplary test measurement on high voltage side terminals of a utility power device in a related art method, using a low voltage lead and a high voltage lead.

[0041] Fig. 1D illustrates another exemplary test measurement on low voltage side terminals of a utility power device in a related art method, using a low voltage lead and a high voltage lead.

[0042] Fig. 2A illustrates an exemplary schematic block diagram of an apparatus used for test measurements on a utility power device using two high voltage leads, according
to an embodiment.

[0043] Fig. 2B illustrates an exemplary schematic block diagram of an apparatus used for test measurements on a utility power device using more than two high voltage leads, according to an embodiment.

[0044] Fig. 3A illustrates an exemplary apparatus for earring out test measurements on an exemplary utility power device as shown in Figs. 1A and 1B, using two high voltage leads, according to an embodiment.

[0045] Fig. 3B illustrates a pictoral exemplary apparatus for carrying out identical test measurements on an exemplary utility power device as shown in Figs. 3A, using two high voltage leads, according to an embodiment.

[0046] Fig. 3C illustrates another exemplary apparatus for earring out test measurements on an exemplary utility power device as shown in Figs. 1C and 1D, using two high voltage leads, according to an embodiment.

[0047] Fig. 3D illustrates a pictoral exemplary apparatus for carrying out test measurements on an exemplary utility power device (e.g., a triple stack surge arrestors) using two high voltage leads and a low voltage leads, according to an embodiment.

[0048] Fig. 3E illustrates a pictoral exemplary apparatus for carrying out test measurements on an exemplary utility power device (e.g., quadruple stack surge arrestors) using two high voltage leads and two low voltage leads, according to an embodiment.

[0049] Fig. 3F illustrates a pictoral exemplary apparatus for carrying out test measurement on a utility power device, where high voltages signals may be simultaneously applied to both high voltage leads, or to one of the high voltage leads sequentially, and using two low voltage leads and a ground lead for return signals measurements, according to an embodiment.

[0050] Fig. 4 is a flow chart which illustrates exemplary steps for test measurements on an exemplary utility power device using two high voltage leads, according to an embodiment.
DETAILED DESCRIPTION OF THE EMBODIMENTS

[0051] Described below is a test apparatus that overcomes the problems inherent with known utility power device test equipment and the procedures for using the same. Generally, the test apparatus has a number of ports that are coupled to a utility power device. Depending on a test to be performed, the test apparatus automatically reconfigures the ports to be either inputs or outputs. The test apparatus also outputs various voltages to those ports configured as outputs and measures signals received from those ports configured as inputs. This automatic reconfiguring of the ports frees the operator from having to switch leads back and forth, which is required with known test equipment.

[0052] Fig. 2A illustrates an exemplary schematic block diagram of test equipment (200A) for performing measuring characteristics of a utility power device. The test equipment (200A) includes two high voltage leads HV1 (234) and HV2 (238) that couple the test equipment (200A) to the utility power device. The test equipment (200A) also includes a main processor (212), switching matrix (218), a memory (213), low voltage leads LVS1 to LVSN (222a-222n), low voltage measurement leads LVM1 to LVM3 (223a-223c), and a test ground lead (221) which may perform similar functions as those already described in Fig. 1A.

[0053] Instruction code for controlling the test equipment (200A) is stored in the memory (213) and is operable to cause the test equipment (200A) to perform the test routines of the various embodiments disclosed in the application, which includes controlling the configuration of the two high voltage leads HV1 (234) and HV2 (238) and controlling the logic for switching a plurality of switching networks, each having a plurality of high power relays.

[0054] With regard to Fig. 2A, the test equipment (200A) may include a dual high voltage lead management area (232) for selectively sending or applying a first high voltage signal (HV1) and a second high voltage signal (HV2) for selecting the measurements of respective electrical parameters in first and second return signals, which correspond to the applied first high voltage signal (HV1) and the second high voltage signal (HV2), respectively. The dual high voltage lead management area (232)
may include at least a first switching network and a second switching network. The first switching network may include at least two high power relays SW1 and SW2, and at least a low power switch SW3. The second switching network may include at least two high power relays SW4 and SW5, and at least a low power switch SW6.

[0055] In addition, the first and the second switching network may each include corresponding high precision impedance components \( (Z_1, Z_2) \), respectively. The high precision impedance components \( (Z_1, Z_2) \) may be made from materials having resistive (i.e., resistors) or reactive characteristics (i.e., capacitors and/or inductors), or having any combination of both. The high precision impedance components \( (Z_1, Z_2) \) facilitate sampling of the corresponding first and the second high voltage signals \( (HV1, HV2) \), and may facilitate measurements of electrical parameters in the corresponding first and second return signals. The high precision impedances \( (Z_1, Z_2) \) may be manufactured with minimal phase shift in mind to achieve high precision in phase angle measurements. In addition, the high precision impedances \( (Z_1, Z_2) \) may each function as a voltage divider dropping impedance to lower the sampled HV1 and HV2 voltages and the current to a level sufficiently safe for measurements without causing damage to the signal measurement assemblies (215, 216).

[0056] The first and the second switching network may each be controlled by respective first and second switching logic through nodes \( (HVM1, HVM2) \). The nodes \( (HVM1, HVM2) \) are coupled to the switching matrix (218).

[0057] The test equipment (200A) may include a common high voltage source (230) for outputting or generating a wide range of high voltage signals (up to 15kVRMS). In addition, the high voltage signals may include both a direct current (DC) signal as well as alternating current (AC) signals with a frequency range from DC to at least 1kHz. The high voltage signals are digitally synthesized and generated using inputs from a power factor converter (PFC) (214) and from a signal measurement assembly (215). In addition, the common high voltage source (230) is connected to the corresponding first switching network and the second switching network to facilitate selectively sending at least the first and the second high voltage signals HV1 or HV2 to the utility power device (as shown in Figs. 3A to 3F). Alternately, the common high voltage source (230) may
simultaneously send the first and the second high voltage signals (HV1, HV2) via both high voltage leads (234, 238) to the utility power device to facilitate various test measurements on the utility power device.

[0058] The apparatus (200A) may include a common low voltage source (220) for outputting or generating a wide range of low voltage signals (up to 250VRMS). Similar to the common high voltage signal source (230), the common low voltage source (220) may include both direct current (DC) and alternating current (AC) signals, that can operate over a frequency range from DC to at least 1kHz. The low voltage signals are digitally synthesized and generated using inputs from a power factor converter (PFC) (214) and from a signal measurement assembly (215). In addition, the common low voltage source (220) is connected to the switching matrix (218) to facilitate selectively sending one or more low voltage signals through low voltage leads (LVS1 to LVS3) to at least the first and the second high voltage signals HV1 or HV2. Alternately, the common low voltage source (220) may send a plurality of low voltage signals simultaneously through low voltage leads LVS1 to LVS3) to facilitate testing of the utility power device.

[0059] Exemplary operations performed by the first and second switching networks in facilitating a typical test measurement on a utility power device, using the two high voltage leads (234, 238) are described below. The operations include:

• Connecting of the two HV leads (234, 238) to an appropriately prepared test specimen (i.e., a utility power device)
• Closing SW1 and opening SW2 and SW3, which facilitates sending of high voltage signal HV1 via a first high voltage lead (234))
• Opening SW4 and SW6, and closing SW5, which facilitates the use of the second high voltage lead (238) as a measurement lead.
• Repeating the above steps using different voltages or frequencies, or using different switching matrix (218) via operations that include :
  ▪ Setting switching matrix (218) appropriately
  ▪ Ramping the common high voltage source (230) to the next test voltage at the initial frequency
- Making another measurement via the second high voltage lead (238), and/or via a Test Ground lead (221), or in combination with an additional low voltage lead (one of LMV1 (223a) to LMV3 (223c))
- The operations continue with ramping of the voltage HV1 down to zero
- Ramping the high voltage source (230) to the test voltage HV1 at a next frequency
- Making another measurement (via high voltage lead (238) and/or via Test Ground lead (221), or in combination with an additional low voltage lead (one of LMV1 (223a) to LMV3 (223c))
- Ramping the voltage HV1 down to zero
- Reporting measurement results to the apparatus (200A) or to a computing device
- Repeat the above test with different switching matrix settings.
- Closing SW4, and opening SW5 and SW6, which facilitates sending of high voltage signal HV2 via a second high voltage lead (238).
- Opening SW1 and SW3, closing SW2, which facilitates using high voltage lead (234) as a measurement lead
- Repeating the same tests of HV1 in the above measurements with different switching matrix settings, voltage range and frequency range.

[0060] The above exemplary steps and operations may be implemented by the various embodiments of Figs. 3A to 3F, and summarized by a flow chart in Fig. 4.

[0061] Fig. 2B illustrates another embodiment of a schematic block diagram of the same test equipment as shown in Fig. 2A, using more than two high voltage leads (234, 238 and 239) for performing test measurements on a utility power device. More specifically, the test equipment (200B) includes n high voltage leads (239), where n is greater than two (e.g., 3, 4, 5, ...n). Accordingly, the common high voltage source (230) may source n high voltage signals (HV1 to HVn) via at least n switching networks. The advantages of using more than two high voltage leads is better understood with reference to the embodiments to be illustrated at least in Fig. 3C.

[0062] Fig. 3A depicts an exemplary test equipment embodiment (300) for performing
test measurements on a utility power device (350), such as the utility power device shown in Figs. 1A and 1B, using two high voltage leads (324, 328). The test setup configuration of Fig. 3A, in effect, replaces the test setup configuration of Figs. 1A and 1B. Simply put, the test setup configuration of Fig. 3A performs the test measurements illustrated in both Figs. 1A and 1B.

[0063] An exemplary power factor test to the high voltage winding side (356) according to Fig. 3A may be carried out performing operations that include:

(1) Placing of the high voltage lead (338) on the bus wire (374) of the high voltage windings (356) (i.e., to all three terminals on the Delta-connected transformer windings), connecting the other high voltage lead (334)) on the bus wire (384) of the low voltage windings (366) (to all three terminals on the Wye-connected transformer windings), and electrically coupling the TEST-GND port (321) of the apparatus (300) to the chassis ground (368) of the utility power device (350) via the ground lead (326).

(a) Configuring the switching matrix (318) to connect the high voltage lead (334) to TEST-GND port (321) (i.e., by internally routing through the first and second switching networks, the high voltage port HV1 (334a) to the TEST-GND port (321)).

(b) Configuring measurement unit (315) to measure current to the TEST-GND port (321) (i.e., measuring electrical parameters on both the current from the ground lead (326) and the high voltage lead (334)).

(c) Sending or applying a high voltage signal (HV2) from high voltage port HV2 (338a) via the high voltage lead (338) to the bus wire (374) of the high voltage windings (356), measure the applied high voltage signal (HV2), and the current in the measurement unit (315) (i.e., measuring electrical parameters on both the current from the ground lead (326) and the high voltage lead (334)).

(2) Continuing with the same leads (334, 338, 326) arrangement for the setup configuration as in Fig. 3A:

(a) Configuring switching matrix (318) to connect the high voltage lead (334) to GUARD point G (128) (i.e., by internally routing through the first and
second switching networks, the high voltage port HV1 (334a) to the GUARD point (328) to by-pass the current in the high voltage lead (334)).

(b) Configuring measurement unit (315) to measure current to TEST-GND port (321).

(c) Sending or applying a high voltage signal (HV2) from high voltage port HV2 (338a) via the high voltage lead (338) to the bus wire (374) of the high voltage windings (356), measuring electrical parameters on the applied voltage (HV2), and the current in the measurement unit (315) (i.e., measuring electrical parameters on only the current from the ground lead (326)).

(3) Continuing with the same leads (334, 338, 326) arrangement for the setup configuration as in Fig. 3A:

(a) Configuring switching matrix (318) to connect TEST-GND port (321) to GUARD point (328) (i.e., by internally routing through the first and second switching networks, the TEST-GND port (321) to the GUARD point (328) to by-pass the current in the ground lead (326)).

(b) Configuring measurement unit (315) to measure current to the high voltage lead (324).

(c) Measuring applied voltage (HV2), and the current in the measurement unit (315) (i.e., measuring electrical parameters on only the current from the high voltage lead (334)).

[0064] The second procedure of the power factor test on the low voltage winding side (366) may be carried out by simply applying a high voltage signal (HV1) from high voltage port HV1 (334a) via the high voltage lead (334) to the bus wire (384) of the low voltage windings (366). Accordingly, the same steps (1) to (3) may be followed above without having to change any of the high voltage leads (324, 338), which have already been connected to the utility power device (350). Measurements of electrical parameters may be taken via the high voltage lead (384), which has been connected to the bus wire (374) of the high voltage windings (356) during the initial set up.

[0065] Optionally, the test measurements or the test results may be time stamped and
communicated via a wireless network (378) to an off-site server or to a remote offsite storage using an RF transceiver (310).

[0066] As seen, the power factor test measurements according to Figs. 3A to the high side windings (356) and the low side windings (366) of the utility power device (350), have altogether eliminated the need for a field worker to stop to change high voltage leads (334, 338) on the utility power device (350). Accordingly, the overall testing time is thus shortened, and the field worker would not need to regain access to the utility power device (350).

[0067] Fig. 3B illustrates an exemplary access panel (300A) of test equipment, which performs the test measurement described above with reference to Fig. 3A using two high voltage leads (334, 338). The panel (300A) representation of the exemplary test equipment (300B) includes all the functions and elements as depicted in Fig. 3A. For the sake of consistency, the panels described below in the remaining embodiments share identical reference designations with those of the panel (300A) as in Fig 3B.

[0068] The test measurements illustrated in Fig. 3C demonstrate the benefits from using two high voltage leads (334 or 338). The same test measurements in Fig. 3C, in fact, may utilize more than two high voltage leads (not shown in the figure) to illustrate further advantages in the description to follow.

[0069] The test procedure described in the setup configuration of Fig. 3C is applicable to the test routines of both Figs. 1C and 1D by simply using a second high voltage lead (334 or 338) to connect to an electrode tap (e.g., Tp1 to Tp6) of a corresponding high voltage bushing (H1 to H3) or to a low voltage bushing (X1 to X3).

[0070] An exemplary power factor test to the high voltage bushing (H1, H2 and H3) according to Fig. 3C may be carried out as by performing operations that include:

(1) Placing of the high voltage lead (338) on the bus wire (374) of the high voltage windings (356) (i.e., to all three terminals on the Delta-connected transformer windings), connecting the other high voltage lead (334) to the tap electrode (Tp1) of the bushing (H1), and electrically coupling the TEST-GND port (321) of the apparatus (300) to the chassis ground (368) of the utility power device (350) via the ground lead (326).
(a) Configuring switching matrix (318) to connect TEST-GND port (321) to GUARD point (328) (i.e., by internally routing through the first and second switching networks, the TEST-GND port (321) to the GUARD point (328) to by-pass the current in the ground lead (326)).

(b) Configuring measurement unit (315) to measure current to the high voltage lead (334) via high voltage port (334a).

(c) Measuring applied voltage (HV2), and the current in the measurement unit (315) (i.e., measuring only the current returned from the high voltage lead (334)).

(d) Configuring switching matrix (318) to connect the high voltage lead (338) to GUARD point (328) (i.e., by internally routing through the first and second switching networks, the high voltage port (HV2) (338a) to the GUARD point (328) to by-pass the current in the high voltage lead (338)).

(e) Configure measurement unit (315) to measure current to the TEST-GND port (321).

(f) Measure applied voltage (HV1), and the current in the measurement unit (315) (i.e., measuring only the current returned from the ground lead (326)).

(2) Continuing with the same leads (338, 326) arrangement for the set up in Fig. 3C, except connecting the high voltage lead (334) to the tap electrode (Tp2), and repeating the same tests (1a-1g) for the bushing (H2).

(3) Continuing with the same leads (338, 326) arrangement for the set up in Fig. 3C, except connecting the high voltage lead (334) to the tap electrode (Tp3), and repeat the same tests (1a-1f) for the bushing (H3).

[0071] Likewise, the same power factor measurements on the low voltage bushings (X1 to X3) on the low voltage windings (166) may be implemented using a similar test setup as the configuration of Fig. 3C, except that the high voltage lead (338) is now connected to the bus wire (384) of the low voltage windings (366), and the high voltage lead (334) is now connected to the tap electrode (Tp4) of low voltage bushing X1. Accordingly, the same testing procedure of steps (1) to (3) would can carried out for the low voltage
bushings (X1 to X3).

[0072] It should be noted that in carrying out steps (1) to (3) according to Fig. 3C, the field worker would need to stop only twice (i.e., in step (2) and step (3)) in order to complete the power factor testing on either the high voltage bushings (H1 to H3) or the low voltage bushings (X1 to X3). Therefore, the field worker would need to stop and regain access to the utility power device (350) altogether only four times in both tests, compared to ten times using the related art method as illustrated in Figs. 1C and 1D. In this regard, the testing efficiency on the utility power device (350) and the risk exposure to the field worker would be improved by more than 50 percent.

[0073] In addition, the test setup configuration illustrated in Fig. 3C may be enhanced by using a four high voltage lead test setup configuration (not shown). The four high voltage lead setup may be configured as follows: a first high voltage lead may be connected to the bus wire (374), the other three high voltage leads may be connected to each of the three tap electrodes (Tp1 to Tp3), respectively. The switching matrix (318) may be programmed to control the internal switching of the corresponding high voltage relays and the corresponding low voltage switches within the plurality of network switches, and the routing of the proper ports to the Guard point (328). Accordingly, the return signals may be measured via the respective three of the high voltage ports, and the Test Ground port (321).

[0074] In using the four high voltage lead setup configuration, the entire power factor test routine for all three high voltage bushings (H1 to H3) may be carried out uninterrupted without any voltage lead changes at all. Likewise, the power factor tests for all three low voltage bushings (X1 to X3) may be carried out without interruption using the same four high voltage lead test setup configuration, except that one of the four high voltage leads would be connected to the low voltage side bus wire (384), and the remaining three high voltage leads would be connected to the three electrode taps (Tp4-Tp6), respectively. Consequently, the described embodiment of using the four high voltage leads may substantially shorten the testing time, while completely eliminating any need to regain access to the utility power device (350) in carrying out steps (1) to (3).
Fig. 3D illustrates an exemplary test panel (300A) for carrying out another exemplary test measurements on a utility power device, such as a triple stack surge arrestors (390-1), using two high voltage leads (334, 338) and additional low voltage leads (323, 326), according to an embodiment of the invention.

Utility power devices such as surge arrestors are important protective devices used on electric systems to ensure operation continuity despite repeated voltage surges resulting from lightning or from switching (e.g., substation grid current re-route). Surge arrestors may be stacked in series for high voltage protection. Testing of stacked surge arrestors requires testing the individual surge arrestors. Therefore, using the related art method would require multiple lead changes to complete the tests. More information about the surge arrestors their testing using related art methods may be found in chapter six of the "Doble Test Procedures", which is incorporated by reference.

Fig. 3D depicts a triple stack arrestor (390-1), which is formed by stacking three individual arrestors (390a, 390b, 390c). The testing of the individual arrestors (390a, 390b, 390c) on the triple stack arrestor (390-1) may be carried out by performing operations that include:

1) Placing high voltage leads (334, 338), low voltage lead (323) and ground lead (326) as shown in Fig. 3D.

2) Testing the bottom surge arrester (390c):
   a. Configuring switching matrix (318) to connect low voltage port LVM1 (323a) and high voltage port HV2 (338a) to GUARD point (328).
   b. Configuring measurement unit (315) to measure current to TEST-GND port (321).
   c. Connecting HV1 port (334a) to high voltage common source (320).
   d. Applying high voltage signals to HV1 port (334a).
   e. Measuring applied high voltage (HV1), and current in the measurement unit (315).

3) Testing middle arrester (390b)
   a. Configuring switching matrix (318) to connect low voltage port LVM1 (323a) and TEST-GND port. (321) to GUARD point (328).
b. Configuring measurement unit (315) to measure HV1 port (334a).
c. Connecting HV2 port (338a) to high voltage common source (320).
d. Applying high voltage signals to HV2 port (338a).
e. Measuring applied high voltage HV2, and current in the measurement unit (315).

4) Testing top arrester (390a)
   a. Configuring switching matrix (318) to connect low voltage port LVM1 (323a) to TEST-GND port (321).
   b. Configuring switching matrix (318) to connect HV1 port (334a) to GUARD point (328).
   c. Configuring measurement unit (315) to measure TEST-GND port (321).
   d. Connecting HV2 port (338a) to high voltage common source (320).
   e. Applying high voltage signals to HV2 port (338a).
   f. Measuring applied high voltage, and current in the measurement unit (315).

[0078] It should be noted that the testing of the triple stacked surge arrestors (390-1) using the two high voltage lead (334, 338) setup method may be carried out uninterrupted without having to stop any of the above steps (1) to (4), or changing any high voltage leads (334, 338). Compared with using a single high voltage lead in the related art method, the test would require the field worker to stop and move the single high voltage lead at least once to complete the remaining surge arrester test.

[0079] Likewise, the same test panel (300A) may be used to carry out test measurements on a quadruple stack surge arrestors (390-2), using two high voltage leads (334, 338) and two low voltage leads (323-1, 323-2), as shown in Fig. 3E according to another embodiment of the application.

[0080] As seen, by simply rearranging the connections between the two high voltage leads (334, 338) to connect to the connecting terminals (393, 391), and the two low voltage leads (323-1, 323-2) to connect to the surge arrester connecting terminals (392, 396), respectively, all four surge arrestors (390a to 390d) may be tested in a modified test sequence without lead changes or interruptions.
[0081] Fig. 3F illustrates an exemplary embodiment test measurement method, where two high voltage signals (HV1, HV2) may be applied simultaneously in carrying out test measurements on a utility power device (350A), in addition to applying the two high voltage signals (HV1, HV2) in sequence.

[0082] The utility power device may be a potential transformer (PT) (350A), which may be used on high voltage power systems for voltage indication and in applications involving metering and power relaying equipment. The potential transformer (350A) may include a primary winding TFM1 with terminals H1 and H2, and a plurality of secondary windings (TFM2, TFM3).

The entire testing routine of the potential transformer (PT) (350A) may be carried out without stopping or changing any voltage leads. The PT test measurements may be carried out by performing operations that include:

1) Placing of the high voltage leads (324, 328), low voltage leads (323-1, 323-2) and ground lead (326) as shown in Fig. 3F.

2) Overall Testing by:
   a. Configuring switching matrix (318) to internally connect low voltage ports LVM1 (323a), and LVM2 (323b) to TEST-GND port (323).
   b. Configuring measurement unit (315) to measure current to TEST-GND port (323) (i.e., sum of currents from TFM2, TFM3 via low voltage leads (323-1, 323-2) and chassis ground current via ground lead (326)).
   c. Connecting high voltage ports HV1 (334a) and HV2 (334b) to high voltage common source (330).
   d. Simultaneously applying high voltage signals (HV1, HV2) via high voltage ports HV1 (334a) and HV2 (334b) to high voltage leads (334, 338).
   e. Measuring applied voltages HV1, HV2, and current in the measurement unit (315).

3) H1 terminal Cross Checking by:
   a. Configuring switching matrix (318) to internally connect low voltage ports LVM1 (323a), and LVM2 (323b) to TEST-GND port (323).
b. Configuring switching matrix (318) to internally connect high voltage port HV2 (338a) to GUARD point (328).
c. Configuring measurement unit (315) to measure current to TEST-GND port (321) (i.e., sum of currents from TFM2, TFM3 via low voltage leads (323-1, 323-2) and chassis ground current via ground lead (326))
d. Connecting high voltage port HV1 (334a) to high voltage common source (330).
e. Applying high voltage signals (HV1) to high voltage port HV1 (334a).
f. Measuring applied voltage signals (HV1), and current in the measurement unit (315).

4) H2 terminal Cross Checking by:
   a. Configuring switching matrix (318) to internally connect low voltage ports LVM1 (323a), and LVM2 (323b) to TEST-GND port (323).
   b. Configuring switching matrix (318) to connect high voltage port HV1 (334a) to GUARD point (328).
   c. Configuring measurement unit (315) to measure current to TEST-GND port (323).
   d. Connecting high voltage port HV2 (338a) to high voltage common source (330).
   e. Applying high voltage signals (HV2) to high voltage port HV2 (338a).
   f. Measuring applied voltage signals (HV2), and current in the measurement unit (315).

5) Facilitating H1-H2 terminal excitation current by:
   a. Configuring switching matrix (318) to internally connect low voltage ports LVM1 (323a), and LVM2 (323b) to GUARD point (328).
   b. Configuring measurement unit (315) to connect GUARD point (328) to TEST-GND port (323).
   c. Configuring measurement unit (315) to measure current to H2 terminal
   d. Connecting high voltage port HV1 (334a) to high voltage common source (330).
   e. Applying high voltage signals (HV1) to high voltage port HV1 (334a).
f. Measuring applied voltage signals (HV1), and current in the measurement unit (315).

6). Facilitating H2-H1 terminal excitation current by:
   a. Configuring switching matrix (318) to internally connect low voltage ports LVM1 (323a), and LVM2 (323b) to GUARD point (328).
   b. Configuring measurement unit (315) to connect GUARD point (328) to TEST-GND port (323).
   c. Configuring measurement unit (315) to measure current to H1 terminal.
   d. Connecting high voltage port HV2 (338a) to high voltage common source (330).
   e. Applying high voltage signals (HV2) to high voltage port HV2 (338a).
   f. Measuring applied voltage signals (HV2), and current in the measurement unit (315).

[0083] If the same PT test is carried out using a single high voltage lead and at least two low voltage leads in the related art method (see "Doble Test Procedures", pp. 5-19 to 5-27), the high voltage lead would have been placed on one of the terminal side (H1 or H2) to apply a high voltage, while the low voltage lead would be placed on the other terminal (H2 or H1) to make measurements. Accordingly, the high voltage lead and the low voltage lead would need to be swapped at least three times in carrying out tests (3) to (6). It should be further noted that the Overall Test" (2) (which requires simultaneously applying of high voltages HV1 and HV2 to both terminals H1, H2) would not have been possible, using the single high voltage lead in the related art method.

[0084] Fig. 4 is a flow chart, which illustrates exemplary operations performed by an apparatus or test equipment (300 or 300A) in Figs. 3A to 3F, in testing a utility power device using two high voltage leads.

[0085] In step (410), prior to the start of any test measurements, the apparatus (300) and the utility power device (350) are both electrically grounded to a common ground (i.e., an earth ground by default).

[0086] In step (420), after connecting the respective high voltage leads (324, 328), and ground lead (326) to the device chassis (368), and any necessary low voltage leads
(e.g., 323) to the utility power device (350) according to the test setup configuration (Figs. 3A to 3F), a common high voltage source (330) may send a first voltage signal (e.g., HV2) via a first high voltage lead (338) to a first terminal (e.g., 374 high voltage side) of the utility power device.

[0087] In step (430), the measurement unit (315) of the apparatus (300) may measure a first return signal via a second high voltage lead (334) of the apparatus from a second terminal (e.g., 384 low voltage side) of the utility power device (350).

[0088] In step (440), the apparatus (300) may internally configure a corresponding switching network to open or close one or more high voltage relays (SW1, SW2, SW4, SW5) or one or more low voltage switch (SW3, SW6) to connect a corresponding high voltage port (HV1) to the common source voltage (330).

[0089] In step (450), the common high voltage source (330) may send a second voltage signal (HV1) via the second high voltage lead (324) to the second terminal (e.g., 384 low voltage side) of the utility power device.

[0090] In step (460), the measurement unit (315) of the apparatus may measure a second return signal via the first high voltage lead (338) of the apparatus from the first terminal of the utility power device (e.g., 374 high voltage side).

[0091] In step (470), a determination may be made as to whether the measurements in a test routine have been completed.

[0092] In step (480), assuming that the measurements in a test routine are ongoing, the apparatus may store the last measured data, the common high voltage source may perform one or both of: adjust or ramp to a next output voltage (>500V, e.g., 1kV to 15kV), adjust or ramp to a next test frequency (DC to 1kHz) of the output voltage, and loop back to step (420) to repeat the test routine again.

[0093] In step (490), assuming that the measurements in a test routine have completed, the apparatus (300) may store the last measured data, reset the apparatus to preset state and end the test measurement.

[0094] It should be pointed out that the disclosure described in Figs. 2A-2B and 3A to 3F above, may be performed on a wide range of multi windings transformers and many
other utility power devices, such as circuit breakers, power and distribution transformers, current transformers, voltage regulators, meters, Askare-Filled transformers, switches, relays, reclosers, sectionalizers, cables, terminations, grading capacitors, coupling capacitors, switch banks, to name a few.

[0095] In addition, the various operations may be performed in DC or in AC mode. If in AC mode, the tests may be performed in single phase or in multiphase. The electrical parameters to be measured may include voltage, current, impedance, conductance, phase angle, transformer turns ratios, leakage currents, dielectric loss, power factor, tan delta, load burden, arcing, partial discharge, to name a few. The sequence of testing and test lead arrangements may be rearranged to accomplish the objectives of the test procedure according to what a person of ordinary skill in the art may see fit, after reviewing the disclosure of the various embodiments.

[0096] The disclosed embodiments of methods and apparatus may be used to perform many of the tests procedure on the utility power devices disclosed by both the "Doble Test Procedures" (Doble Engineering Company's Publication Number 500-0397, document 72A-2244 Rev A) and the IEEE Standard Test Code for Liquid-immersed Distribution, Power and Regulating Transformers (IEEE Std C57.12.90-2010), which are incorporated by reference in its entirety as part of the disclosure.

[0097] All or part of the operations described above in the embodiments may be implemented via instruction code/program operable to cause relevant hardware to perform the operations, and the program may be stored in a non-transitory computer readable storage medium, such as a ROM/RAM, a magnetic disk, or an optical disk, which are executed in a machine, such as in a computer, a laptop, a server, or cloud computing infrastructure.

[0098] It will be apparent to those skilled in the art that various modifications and variations can be made to the present disclosure without departing from the scope or spirit of the disclosure. In view of the foregoing, it is intended that the present disclosure cover modifications and variations of this disclosure provided they fall within the scope of the following claims and their equivalents.
What is claimed is:

1. A method of performing multiple test measurements on a utility power device, comprising:
   providing an apparatus having at least a processor, a common high voltage source, and at least a first and a second lead selectively coupled to the common high voltage source for sending and receiving high voltage signals, wherein the apparatus and the utility power device both share a common ground;
   selectively sending a first high voltage signal via the first lead of the apparatus to a first terminal of the utility power device;
   measuring respective electrical parameters of a first corresponding signal returned via the second lead of the apparatus from a second terminal of the electrical utility power device;
   while the corresponding first lead and the second lead of the apparatus remain electrically coupled to the corresponding first and the second terminal of the utility power device, selectively sending a second high voltage signal via the second lead of the apparatus to the second terminal of the electrical utility power device, and measuring respective electrical parameters of a second corresponding signal returned via the first lead of the apparatus from the first terminal of the utility power device.

2. The method according to claim 1, wherein the selectively sending of the first high voltage signal and the second high voltage signal and the measuring of the respective electrical parameters corresponding to the first and the second return signals, comprising:
   internally switching a corresponding first and second switching network, each having a plurality of high voltage relays and at least one switch, wherein the internal switching comprising:
   connecting the first lead and the second lead to a corresponding first switching network and a second switching network of the apparatus, respectively;
   controlling the first switching network and the second switching network via a corresponding first switching logic and a second switching logic, respectively; and
electrically coupling the corresponding first switching network and the second switching network to the common high voltage source via a corresponding first plurality of high voltage relays and a second plurality of high voltage relays, respectively, wherein the corresponding first plurality of high voltage relays and the second plurality of high voltage relays are each controlled by a corresponding first relay logic and a second relay logic, respectively, in order to selectively output one of: the first high voltage via the first lead, the second high voltage via the second lead, or simultaneously sending the first and the second high voltage via the first and the second lead.

3. The method according to claim 1, comprising electrically coupling a low voltage lead from the apparatus to a chassis ground of the utility power device.

4. The method according to claim 1, wherein the common high voltage source performs at least one of: ramping the high voltage signal over a frequency range covering 0 Hz (DC) to at least 1 KHz (AC), and ramping the high voltage signal over a voltage range covering 1kV to at least 15kV.

5. The method according to claim 1, comprising:
   outputting by a low voltage source, at least a common low voltage signal to the electrical utility power device via at least a first low voltage lead, and
   receiving at least one corresponding low voltage return signal from the utility power device for measuring the respective electrical parameters via a second low voltage lead.

6. The method according to claim 1, wherein the utility power device comprises at least: a power transformer, a current transformer, a switched capacitor bank, a circuit breaker, a recloser, a relay, a transformer bushing, a coupling capacitor and a surge arrester.
7. The method according to claim 1, wherein the electrical parameters comprise one or more of: current, voltage, phase, impedance, capacitance, transformer turns ratio (TTR), reactance leakage, dielectric loss, power factor, tan delta, load burden, partial discharge or arcing.

8. The method according to claim 1, comprising utilizing a corresponding precision impedance in the corresponding first and second switching network, respectively, for sampling the corresponding first and the second high voltage signals, and the corresponding first and second return signals.

9. The method according to claim 1, comprising selectively routing the corresponding first or the second return signals via one or more guard points internal to the apparatus, wherein the one or more guard points are designated as signal return nodes internal to the apparatus.

10. The method according to claim 1, comprising utilizing one or more additional switching network and one or more additional lead from the apparatus for sending one or more additional high voltage signals to one or more additional terminals of the utility power device, or for receiving a corresponding one or more additional return signals from the utility power device in measuring a corresponding one or more additional electrical parameters.

11. The method according to claim 1, comprising:
    coupling both the first lead and the second lead to the common voltage source, and simultaneously sending a high voltage signal via the first lead and the second lead of the apparatus to a first and a second terminal of the utility power device; and
    measuring the corresponding first and the second return signals via at least one low voltage lead coupled between the apparatus and the utility power device.
12. An apparatus for performing multiple test measurements on a utility power device, wherein the apparatus and the electrical utility power device both share a common ground, the apparatus comprises:

- a processor;
- a common high voltage source; and
- at least a first and a second lead coupled to the common high voltage source for sending and receiving high voltage signals, wherein the processor controls the apparatus to:

  selectively send a first high voltage signal via the first lead of the apparatus to a first terminal of the utility power device, and measure respective electrical parameters on a first corresponding return signal received via the second lead of the apparatus from a second terminal of the utility power device;

  while the corresponding first lead and the second lead of the apparatus remain electrically coupled to the corresponding first and the second terminal of the electrical utility power device, selectively send a second high voltage signal via the second lead of the apparatus to the second terminal of the utility power device, and measure respective electrical parameters on a second corresponding return signal received via the first lead of the apparatus from the first terminal of the utility power device.

13. The apparatus according to claim 12, comprises:

- a corresponding first and second switching network, each having a plurality of high voltage relays and at least one switch which facilitates the selecting of the first high voltage signal and the second high voltage signal and the measuring of the respective electrical parameters corresponding to the first and the second return signals; wherein:

  the first lead and the second lead are selectively connected to the corresponding first switching network and the second switching network of the apparatus, respectively;

  the first switching network and the second switching network are controlled by a corresponding first switching logic and a second switching logic, respectively;
the corresponding first switching network and the second switching network are electrically coupled to the common high voltage source via a corresponding first plurality of high voltage relays and a second plurality of high voltage relays, respectively; and wherein the corresponding first and the second plurality of high voltage relays are each controlled by a corresponding first and a second relay logic, respectively, to selectively sending one of: the first high voltage via the first lead, the second high voltage via the second lead, or simultaneously sending the first and the second high voltage via the first and the second lead.

14. The apparatus according to claim 12, wherein a low voltage lead from the apparatus is electrically coupled to a chassis ground of the utility power device.

15. The apparatus according to claim 12, wherein the common high voltage source performs at least one of: ramping the high voltage signal over a frequency range covering 0 Hz (DC) to at least 1 KHz (AC), and ramping the high voltage signal over a voltage range covering 1kV to at least 15kV.

16. The apparatus according to claim 12, comprises a common low voltage source, the common low voltage source outputs at least a low voltage signal via at least a first low voltage lead to the utility power device, and receive at least one corresponding low voltage return signal from the utility power device for measuring the respective electrical parameters via a second low voltage lead.

17. The apparatus according to claim 12, wherein the electrical utility power device comprises at least: a power transformer, a current transformer, a switched capacitor bank, a circuit breaker, a recloser, a relay, a transformer bushing, a coupling capacitor or a surge arrester.

18. The apparatus according to claim 12, wherein the electrical parameters comprise one or more of: current, voltage, phase, impedance, capacitance, transformer
turns ratio (TTR), reactance leakage, dielectric loss, power factor, tan delta, load burden, partial discharge or arcing.

19. The apparatus according to claim 12, comprises a corresponding precision impedance in the corresponding first and second switching network, respectively, for sampling the corresponding first and the second high voltage signals, and the corresponding first and second return signals.

20. The apparatus according to claim 12, wherein the corresponding first or the second return signals are selectively routed via one or more guard points of the apparatus, wherein the one or more guard points are designated as signal return nodes internal to the apparatus.

21. The apparatus according to claim 12, comprises one or more additional switching network and one or more additional lead from the apparatus to send one or more additional high voltage signals to one or more additional terminals of the utility power device, or to receive a corresponding one or more additional return signals from the electrical utility power device for measuring a corresponding one or more additional electrical parameters.

22. The method according to claim 12, wherein both the first lead and the second lead are coupled to the common voltage source, and the apparatus simultaneously sends a high voltage signal via the first lead and the second lead to a first and a second terminal of the utility power device, and the apparatus measures the corresponding first and the second return signals received via at least one low voltage lead coupled between the apparatus and the utility power device.
Fig. 1A
Prior Art
Fig. 1B
Prior Art
Fig. 1C
Prior Art
Fig. 1D
Prior Art
13/13

Electrically Connect An Apparatus and a Power Device via a Common Ground

Send First Voltage Signal via a 1st HV Lead to a 1st Terminal of the Util Power Device

Measure 1st Return Signal via a 2nd HV Lead from a 2nd Terminal of the Util Power Device

Adjust Apparatus Network Switches And/Or Relays

Send 2nd Voltage Signal via the 2nd HV Lead to the 2nd Terminal of the Power Device

Measure 2nd Return Signal via the 1st HV Lead from the 1st Terminal of the Util Power Device

Measurements Complete?

Yes

Store Final Data End Measurements

No

Store Data Adjust/Ramp Voltage And/Or Adjust/Ramp Frequency

Fig. 4
INTERNATIONAL SEARCH REPORT

A. CLASSIFICATION OF SUBJECT MATTER

IPC(8) - G01R 31/06 (2014.01)
USPC - 324/547

According to International Patent Classification (IPC) or to both national classification and IPC.

B. FIELDS SEARCHED

Minimum documentation searched (classification system followed by classification symbols):

IPC(8) - G01R 1/00, 19/00, 29/20, 31/02, 31/06, 31/40, 31/42, H02H 1/00, 3/00; H03K 5/00 (2014.01)
USPC - 307/134, 324/54, 126, 415, 527, 546, 547, 552, 555, 726, 766:01; 327/551; 557, 558; 340/646, 870.02; 361/1, 38, 97; 455/226.1; 702/58, 60, 64

Documentation searched other than minimum documentation to the extent that such documents are included in the fields searched

CPC - G01R 19/0092, 31/06, 31/021, 31/027; H01 F 27/402; H01L 27/0248; H03K 3/013, 5/1252 (2013.01)

Electronic data base consulted during the international search (name of data base and, where practicable, search terms used)

Orbit, Google Patents, Google.

C. DOCUMENTS CONSIDERED TO BE RELEVANT

<table>
<thead>
<tr>
<th>Category</th>
<th>Citation of document, with indication, where appropriate, of the relevant passages</th>
<th>Relevant to claim No.</th>
</tr>
</thead>
<tbody>
<tr>
<td>Y</td>
<td>US 5,455,506 A (MIMEAULT et al.) 03 October 1995 (03.10.1995) entire document</td>
<td>1-22</td>
</tr>
<tr>
<td>Y</td>
<td>WO 02/35248 A1 (LOCARNO et al.) 02 May 2002 (02.05.2002) entire document</td>
<td>4, 8, 9, 15, 19, 20</td>
</tr>
</tbody>
</table>

Further documents are listed in the continuation of Box C.

* Special categories of cited documents:
- "A" document defining the general state of the art which is not considered to be of particular relevance.
- "E" earlier application or patent but published on or after the international filing date.
- "L" document which may throw doubts on priority claim(s) or which is cited to establish the publication date of another citation or other special reason (as specified).
- "O" document referring to an oral disclosure, use, exhibition or other means.
- "P" document published prior to the international filing date but later than the priority date claimed.
- "T" later document published after the international filing date or priority date and not in conflict with the application but cited to understand the principle or theory underlying the invention.
- "X" document of particular relevance; the claimed invention cannot be considered novel or cannot be considered to involve an inventive step when the document is taken alone.
- "Y" document of particular relevance; the claimed invention cannot be considered to involve an inventive step when the document is combined with one or more other such documents, such combination being obvious to a person skilled in the art.
- "E" document member of the same patent family.

Date of the actual completion of the international search: 04 March 2014
Date of mailing of the international search report: 28 MAR 2014

Name and mailing address of the ISA/US
Mail Stop PCT, Attn: ISA/US, Commissioner for Patents
P.O. Box 1450, Alexandria, Virginia 22313-1450
Facsimile No. 571-273-3201

Authorized officer: Blaine R. Copenhaver
PCT Helpdesk: 571-272-4300
PCT OSP: 571-272-7774

Form PCT/ISA/210 (second sheet) (July 2009)